TEMPORARY METER POLE PLACEMENT
UNDERGROUND INSTALLATION

Support Post
4" x 47 Min.

Braces & Stakes
2” x 4" Min.

All bracing shall be located
so that it does not go over
the top of the workpit and
out of the way of workers.

Locate ground rod on the
back side of the temporary < [H . g
post out of the workpit and " |I[] L= == Leave enough wire for

not in the way for workers. =1=1]==1 . connection in pedestal 4’ min. 5
36" Min. max. from bottom of ditch at

Ground rod, wire and clamp
provided by customer per

NEC. pedestal end.

SECONDARY PEDESTAL.

Coil or Lay conductor
to maintain a 24" T
depth. ===

The customer shall furnish and install all required
equipment.

DO NOT ENTER MOPED/




